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INTERNATIONAL ELECTROTECHNICAL COMMISSION
IEC Certification System for Explosive Atmospheres

for rules and details of the IECEx Scheme visit www.iecex.com

Certificate No.: IECEx SIR 20.0014X

Status: Current

Date of Issue: 2021-03-18

Applicant: KEM Kueppers Electromechanik GmbH
Liebigstraße 5 
85757 Karlsfeld 
Germany

Equipment: TRICOR TCMQ – System consisting of TCMQ**** – Sensor and TCD9010/DSL Transmitter

Optional accessory:

Type of Protection: Flameproof db, Intrinsically Safe ia and Dust Protection by Enclosure tb

Marking:
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Issue No: 0

Certificate history:

Ex db ia IIC T* Ga/Gb (Ta = -40°C to +*°C)
Ex db IIC T* Ga/Gb (Ta = -40°C to +*°C) 
Ex ia IIIC T*°C Da (Ta = -40°C to +*°C)  
Ex tb IIIC T*°C Db (Ta = -40°C to +*°C)  

*The temperature class and the maximum surface temperatures for hazardous dusts are dependent 
on the maximum ambient temperature and the maximum process temperature as detailed in the 
“Specific Conditions Of Use.

1.
2.
3.

Approved for issue on behalf of the IECEx 
Certification Body:

Position:

Signature:
(for printed version)

Date:

This certificate and schedule may only be reproduced in full.
This certificate is not transferable and remains the property of the issuing body.
The Status and authenticity of this certificate may be verified by visiting www.iecex.com or use of this QR Code.

Certificate issued by:

SIRA Certification Service
CSA Group 
Unit 6, Hawarden Industrial Park 
Hawarden, Deeside, CH5 3US 
United Kingdom

Neil Jones

Certification Manager

https://www.iecex.com
https://www.iecex.com
https://www.iecex-certs.com/deliverables/CERT/48008/view
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Manufacturer: KEM Kueppers Elektromechanik GmbH
Liebigstraße 5 
85757 Karlsfeld 
Germany

Additional 
manufacturing 
locations:

This certificate is issued as verification that a sample(s), representative of production, was assessed and tested and found to comply with the 
IEC Standard list below and that the manufacturer's quality system, relating to the Ex products covered by this certificate, was assessed and 
found to comply with the IECEx Quality system requirements.This certificate is granted subject to the conditions as set out in IECEx Scheme 
Rules, IECEx 02 and Operational Documents as amended

STANDARDS :
The equipment and any acceptable variations to it specified in the schedule of this certificate and the identified documents, was found 
to comply with the following standards

IEC 60079-0:2011 
Edition:6.0

Explosive atmospheres - Part 0: General requirements

IEC 60079-1:2014-06 
Edition:7.0

Explosive atmospheres - Part 1: Equipment protection by flameproof enclosures "d"

IEC 60079-11:2011 
Edition:6.0

Explosive atmospheres - Part 11: Equipment protection by intrinsic safety "i"

IEC 60079-26:2006 
Edition:2

Explosive atmospheres - Part 26: Equipment with equipment protection level (EPL) Ga

IEC 60079-31:2013 
Edition:2

Explosive atmospheres - Part 31: Equipment dust ignition protection by enclosure "t"

This Certificate does not indicate compliance with safety and performance requirements 
other than those expressly included in the Standards listed above.

TEST & ASSESSMENT REPORTS:
A sample(s) of the equipment listed has successfully met the examination and test requirements as recorded in:

Test Report:

Quality Assessment Report:

KEM Kueppers Elektromechanik GmbH
Wettzellerstr 22 
Kotzting 93444 
Germany

GB/SIR/ExTR21.0044/00

DE/TPS/QAR12.0003/09

https://www.iecex-certs.com/deliverables/REPORT/72034/view
https://www.iecex-certs.com/deliverables/REPORT/72048/view
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EQUIPMENT: 
Equipment and systems covered by this Certificate are as follows:

SPECIFIC CONDITIONS OF USE: YES as shown below:

Annex:

IECEx SIR 20.0014X Issue 0 Annexe.pdf

The TRICOR TCD9010/DSL Housing comprises an aluminium cylindrical enclosure with threaded cover. The cover is locked in place by a 
locking screw which impinges on the ribbed side wall of the cover. One end of the enclosure is fitted with a pedestal arrangement, for 
mounting the housing directly to the TRICOR TCMQ**** sensor. The mounting arrangement allows for the interconnection of a cable between 
the TRICOR TCMQ housing and TRICOR TCMQ**** sensor. The enclosure wall is provided with an M20 or NPT threaded entry fitted with 
either a 4-Pin Flameproof ‘Ex d’ 4-pin electrical connector or a separately approved ATEX/IECEx flameproof ‘Ex d’ cable gland to allow for the 
remote electrical connection of the TCD9010/DSL circuit to the TCD9200-a-bcde-fgh–iii Transmitter via several meters of cable. The enclosure 
is provided with internal and external earthing facilities.

Refer to the Annexe for additional information.

Refer to the Annexe for The Specific Conditions of Use.

https://www.iecex-certs.com/deliverables/CERT/48008/view
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Intrinsically Safe installations: The complete TRICOR TCMQ**** equipment has the following safety 
description: 
 
4-Pin Connection – A, B, 0 and 15V or Connector X700 (Pin 1 = 15V, Pin 2 = 0V, Pin 3 = A and Pin 4 = B) 
 
Ui = 20 V 
Ii = 484 mA 
Pi = 2.3 W 
Ci = 1894 pF 
Li = 602 nH 
 
Non-Intrinsically Safe installations (Ex db and Ex tb): rated voltage = 24 Vdc. 
 
Specific Conditions of Use 
 
i. The apparatus housing shall be connected to the potential equalizing conductor in the hazardous area. 
ii. The maximum allowable process fluid temperatures with respect to temperature class for the device when 

used with potentially explosive gases in the following maximum ambient temperatures are:  
Ta (°C) Maximum Process Temperature per Temperature Class (°C) 

T6 T5 T4 T3 
60 70 70 70 70 
55 85 100 100 100 
50 85 100 130 130 
45 85 100 135 160 
40 85 100 135 190 
35 85 100 135 200 
30 85 100 135 200 

iii. The maximum allowable process fluid temperatures with respect to maximum surface temperatures for 
hazardous dusts for the device when used with hazardous dusts in the following maximum ambient 
temperatures are: 

Applications with up to 500mm dust or isolation Applications with up to 5mm dust or isolation 
Ta (°C) Tprocess max (°C) Ta (°C) Tprocess max (°C) 
60 -40 60 70 
55 -10 55 100 
50 20 50 130 
45 50 45 160 
40 80 40 190 
35 110 35 200 
30 140 30 200 
• If Tprocess ≤85°C, maximum surface temperature = 85°C. 
• If Tprocess >85°C, maximum surface temperature = process temperature. 

 
iv. The maximum pressure associated with the process medium in the internal pipes shall be limited to 160 bar. 
v. The equipment internal circuits at the 4-Pin Connection – A, B, 0 and 15 V or Connector X700 (Pin 1 = 15 V, 

Pin 2 = 0 V, Pin 3 = A and Pin 4 = B) are not capable of withstanding a 500 V r.m.s. a.c. test to earth as 
required by clause 6.3.13 of IEC 60079-11:2011. This shall be taken into account in any equipment installation. 

vi. When the equipment is installed as ‘Ex d’, the connector (1/2” NPT or M20) shall be replaced with a suitably 
certified Ex d Cable Gland or Ex d Conduit Sealing Device and the voltage of the equipment shall not exceed 
24 V d.c. 

vii. Intrinsically safe installations only: A temporary connection of the TRICOR TCMQ to an uncertified 
programming or data download device is permitted, when the TRICOR TCMQ is located in the non-hazardous 
area (typically prior to installation).  Alternatively, such a connection may be made when the TRICOR TCMQ 
remains in the hazardous area, but the area is declared ‘gas-free’.  The uncertified programming or data 
download device shall be suitably-approved as a SELV supply to IEC 60950-1, IEC 61010-1 or an equivalent 

mailto:ukinfo@csagroup.org
http://www.csagroupuk.org
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standard, with a maximum output voltage of 60 V.  The input terminals of the TRICOR TCMQ have a maximum 
voltage Um = 60 V.  

 

If the equipment is installed as flameproof only, it shall not subsequently be installed as intrinsically safe 
unless it can be verified that there has been no damage to the safety components within the intrinsically 
safe circuit on which safety depends by, for example, a voltage above 60 V at the supply terminals.  

viii. If the Sensor is mounted remotely from the Adapter, the wiring shall be given protection against torsional 
and tensile stresses (e.g. by the use of conduit). 

 
 
 
 
 
 

mailto:ukinfo@csagroup.org
http://www.csagroupuk.org

